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New Light Standard With Fixture Designation

Existing Light Standard To Remain

Existing Light Standard To Be Removed

Existing Under-Bridge Luminaire
To Be Removed

New Under-Bridge Luminaire

Electric Pull Box

Proposed Utility Company Pad Mounted
transformer, 120/240V,1-PH,3W

Weatherproof Ground Fault Circuit
Interrupter 20 Amp Duplex Receptacle

Ground Rod

New Panelboard

New Circuit Run - Concealed

Home Run - Number of Arrows
Indicates Number of Circuits

Fused Disconnect Switch

Midmast Light Standard

|:| Panelboard (Diagrammatic)

Feeder Size Callout

Detail Note Designation

Detail Reference Designation
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R.0.W. Right of Way

MIN. Minimum

P.v.C. Polyvinyl Chloride Conduit
DIA. Diameter

U.N.O. Unless Noted Otherwise
N.I.C. Not in Contract

FEEDER SCHEDULE
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Scanlon !!

Scanlon Szynskie Group, Inc.
3045 S. Parker Road, Suite 225
Aurora, Co 80014-2950

303.696.2602 fax 303.696.0812
. www.ssgroupinc.com
Szynskie
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